
1.25

Mounting
hole 0.190 D
two places

3.00

No. 18 Twisted  
Shielded Pair, 600V, 
insulation, U.L. listed. 
0.325 OD. Black lead 
is positive output 

5 kV test lead, 
red, positive

5 kV test lead, 
black, negative

Maximum input voltage 600 
volts. Nominal settings 5 
VDC out for 450 volts in, 0 
VDC out for 100 volts in.

2.125

1.00

75 
feet

In line fuse holder. 
Two places.

4 feet 6 
inches

Stripped 
and tinned. 
0.5 inch

0.80

SMITH RESEARCH & TECHNOLOGY
COLO. SPRINGS COLO.

BATTERY VOLTAGE MONITOR

0.875

MODEL VDC-450-5VDC

4 mA SET

20 mA SET

ZERO

FULL SCALE

UPS 2 BV 1

2.00








